SEWAGE EJECTOR SUMP DETAIL

- SCH. 40 GALVANIZED STEEL VENT CONNECTION TO VENT STACK
- 6” MIN. (TYP. ALL SIDES)
- SCH. 40 GALVANIZED STEEL DISCHARGE PIPE CONNECTIONS (TYP. FOR 2)
- DIA FIBERGLASS SUMP
- VAPOR TIGHT GALVANIZED STEEL BASIN COVER
- GALVANIZED STEEL ANCHOR BOLT (TYP. FOR 8)
- GALVANIZED STEEL ACCESS FRAME AND HATCH COVER VAPOR TIGHT
- CONCRETE